


1.  SEE SHEET A7 FOR WALL PROTECTION NOTES
AND DOOR PROTECTION NOTES. ALSO SEE FINISH
SCHEDULE ON SHEET A12
2  SEE SHEET A7 FOR NOTES ON REFURBISHING
AND REINSTALLATION OF WALL AND CEILING ITEMS
AND DEVICES.

6. ALL METAL DOORS, DOOR FRAMES, MTL. FRAMES
OF VISION PANELS IN DOORS, WINDOW FRAMES
AND METAL CABINET DOORS/FRAMES TO BE
PAINTED PT-2, CORRIDOR AND ROOM SIDES.
CONTRACTOR TO VERIFY NUMBER OF SUCH ITEMS
PRIOR TO BIDDING.



8.  ALL FIRE EXTINGUSHER AND FIRE HOSE
CABINETS TO BE PAINTED "FIRE RED"
9.  SEE SHEET A12 FOR TYPICAL MOUNTING HEIGHT

4. WALL GUARD TO BE NO LESS THAN  5-1/8" IN
LENGTH
5. HANDRAIL TO BE NO LESS THAN  13-7/8" IN LENGTH

3.  SEE PROJECT FINISH REFERENCE ON SHEET A12
FOR FINISHES, MATERIALS, AND COLORS FOR-
WALLS, DOOR & WINDOW FRAMES, WALL AND DOOR
PROTECTION DEVICES, HANDRAIL, BASE, TILE, AND
GROUT.

7.  EXISTING ANODIZED DOOR AND WINDOW
FRAMES ARE TO REMAIN, DO NOT PAINT.

1.   CONTRACTOR TO REPLACE & ACURATELY
LOCATE ALL EXISTING SIGNAGE AND LABELS
NOTING RATED WALL ASSEMBLIES AND SMOKE
PARTITIONS
2.   ALL EXISTING WALL MOUNTED ITEMS AND
DEVICES ARE TO BE REMOVED PRIOR TO
DEMOLITION WORK,  FULLY REFURBISHED, AND
REINSTALLED IN THE NEW WALL ASSEMBLY.
LOCATION TO BE VERIFIED BY RESIDENT ENGINEER.

REFURBISHING & REINSTALLATION
OF WALL ITEMS AND DEVICES NOTE:

ITEMS INCLUDE (BUT NOT LIMITED TO):
MAGNETIC HOLD-OPENS, DOOR STOPS, HAND
SANITIZER DISPENSERS, MIRRORS, FIRE STROBES,
SWITCHES, ELEVATOR DIRECTION SIGNAL,
FIREHOSE CABINET, FIRE EXTINGUISHER
CABINET, ELECTRIC COVER PLATES, FIRE ALARM
PULL BOX, WATER COOLER, MAIL DROP, MONITORS,
CCTV CAMERAS, ELECTRIC OUTLETS, SIGNAGE,
BULLETIN BOARDS,
DISPLAY CASE, CARD READER, CLOCK, DATA
OUTLET, WALL MOUNTED ELECTRIC DOOR, PUSH
BUTTON, FIRE CONTROL BOX,TV MOUNTING
BRACKET, MEDICAL GAS PANEL, PHONE, PROTABLE
X-RAY HOOK UP, ROOM SIGNAGE

10.  REPLACE ALL NON-ADA COMPLIANT SWITCHES
WHERE OCCUR WITH ADA COMPLIANT SWITCHES
11.  OMIT CHAIR RAIL AT LOCATION OF NOTICE
BOARDS. COORDINATE LOCATION WITH COR.







































